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Mine Safety and Health Admin., Labor § 75.907 

Secretary on a mine-by-mine basis if 
he determines that such equipment is 
not available. Splices made in the ca-
bles shall provide continuity of all 
components. 

§ 75.907 Design of trailing cables for 
medium-voltage circuits. 

[STATUTORY PROVISIONS] 

Trailing cables for medium-voltage 
circuits shall include grounding con-

ductors, a ground check conductor, and 
grounded metallic shields around each 
power conductor or a ground metallic 
shield over the assembly, except that 
on equipment employing cable reels, 
cables without shields may be used if 
the insulation is rated 2,000 volts or 
more. 

VerDate Sep<11>2014 15:29 Oct 14, 2014 Jkt 232123 PO 00000 Frm 00619 Fmt 8010 Sfmt 8002 Y:\SGML\232123.XXX 232123rm
aj

et
te

 o
n 

D
S

K
2T

P
T

V
N

1P
R

O
D

 w
ith

 C
F

R


		Superintendent of Documents
	2014-10-20T12:49:34-0400
	US GPO, Washington, DC 20401
	Superintendent of Documents
	GPO attests that this document has not been altered since it was disseminated by GPO




